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EXECUTIVE SUMMARY 

The present report provides results of investigation of early-age cracking of an outdoor 4-in. thick concrete slab 
placed on May 13th of 2019 in a building at Red Oak Marketplace in Columbia, Missouri. Approximately 210 yards 

of concrete was placed, which was reportedly unreinforced except having fiber reinforcements. Approximately 11/4 
in. deep saw-cut joints were placed the next day, by which time the slab reportedly started developing long, 

continuous visible surface cracks. Concrete reportedly began to crack shortly after being finished and continued to 
crack overnight, resulting in large cracks unacceptable to the owner that has caused removal of the slab. Such early-

age cracks are indicative of formation at the plastic or semi-plastic state of concrete before the concrete has achieved 
a good aggregate-paste bond and a compressive strength of at least 2500 psi. Chunks of concrete were obtained 

during demolition of the slab and sawn to approximately 4 in.  Three sawn samples marked as 1, 2,  and 3 were 
provided for detailed petrographic examinations according to the procedures of ASTM C 856 to investigate all 

possible reasons for cracking. Due to demolition and short notice, obtaining samples from cracked locations were 
reportedly not possible, which was further complicated since the original cracks and new cracking from demolition 

were not distinguishable. Sample 1 came from 17’ S, 15’ E of NW building corner. Sample 2 came from 27’ S, 75’ 
E of NW building corner. Sample 3 came from 51’ S 165’ E of NW building corner. Reported weather data on the 

day of placement indicated 65.7 degrees F maximum air temp., 42.1 degrees F minimum air temp., and 9.9 mph 

max wind speed.   

Due to the absence of a sample from over a visible surface crack in the field, or, absence of a visible crack in any 
of the three samples received, various common and crucial petrographic evidence to investigate the reported early-

age cracking cannot be obtained from direct observations of cracks. Such evidence commonly include but are not 
limited to the typical tear-shaped overlapping (en echelon) pattern of cracks, and the presence of paste bridges 

between the cracks. As a result, other microstructural evidence of paste indicative of rapid evaporation of mix water 
from the finished surface at a rate faster than the rate of bleeding to promote early-age cracking were investigated. 

Such evidence include the presence of a porous and carbonated paste at the wearing surface situated above the 
layer of non-carbonated paste densified by trowel finishing operations, fine hairline shrinkage microcracks in the 

near-surface regions, and evidence of abundant residual Portland cement and fly ash particles in the trowel-finished 
densified paste immediately beneath the finished surface regions due to restricted cement hydration from rapid 

evaporation of mix water from the finished surface immediately after the trowel finishing operations.  

The saw-cut samples showed a smooth flat, dense, dark gray hard trowel finished top surface representing the 

trowel-finished surface of slab, and, a smooth, formed, wavy bottom surface indicating placement of the slab on a 
plastic vapor retarder. Thicknesses of three samples are approximately 4 inches, which are consistent with the 

reported 4-in. thickness of the slab. Distributed throughout the samples are fine, hair-like polypropylene-type 
synthetic fibers that are also consistent with the reported use of a fiber-reinforced concrete in the slab. No reinforcing 

steel, wire mesh, or other embedded items are present in the samples, which is also consistent with reported absence 

of steel reinforcement in the slab.  

Based on petrographic examinations, concretes in all three samples are found to be compositionally similar, made 

using similar concrete ingredients, and hence, are representative of the same concrete mix.  

Coarse aggregates are compositionally similar crushed limestone consisting of fine-grained (micritic) fossiliferous 
and argillaceous limestone particles having variable porosities. Many crushed limestone particles have interstitial 

pore spaces between calcite grains that have absorbed some of the mix water from the paste around to create dark 
rims of pastes having relatively lower water-cementitious materials ratios than paste elsewhere. Such absorption of 
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mix water by porous crushed limestone coarse aggregate particles can contribute to local shrinkage. Crushed 

limestone particles have nominal maximum size of 3/4 in. (19 mm).  Particles are medium to dark gray, angular, 
dense, hard, and have massive coarse-grained crystalline (equigranular) texture. Particles are equidimensional to 

elongated, unaltered, uncoated, and mostly uncracked. Coarse aggregate particles are well-graded and well-
distributed.  There is no evidence of alkali-aggregate reactions or any other potentially deleterious reactions of 

coarse aggregates found in the concrete. Coarse aggregate particles have been sound during their service in the 

concrete and did not contribute to the early-age cracking of slab.  

Fine aggregates are compositionally similar natural siliceous (quartz-quartzite) sands having nominal maximum 
sizes of 3/8 in. (9.5 mm).  Particles are variably colored, rounded to subangular, dense, hard, equidimensional to 

elongated, unaltered, uncoated, and mostly uncracked.  Fine aggregate particles are well-graded and well-
distributed.  There is no evidence of alkali-aggregate reaction of fine aggregate particles.  Fine aggregate particles 

have been sound during their service in the concrete and did not contribute to the early-age cracking of slab.  

Cementitious materials consist of major amounts of Portland cement and subordinate amounts of fly ash. The 

textural and compositional features of the pastes are indicative of cementitious materials contents estimated to be 
equivalent to 7 to 71/2 bags of Portland cement per cubic yard of which 15 to 20 percent is estimated to be fly ash, 

and, a water-cementitious materials ratio (w/cm) estimated to be 0.40 to 0.44 in the body but less than 0.40 at the 
top 5 mm of the trowel-finished surface region.  There is no evidence of any deleterious deposits found in the 

samples. Carbonation is shallow 1 to 2 mm.  Bonds between the coarse and fine aggregate particles and paste are 
tight. Some fine hairline shrinkage microcracks are found from normal drying shrinkage of paste, some near-surface 

microcracks from loss of water, and some other microcracks from shrinkage of paste due to loss of water to porous 
crushed limestone particles. There is, however, no evidence of microcracking due to any chemical deteriorations 

such as alkali-aggregate reactions.  

Concrete in all three samples are non-air-entrained having air contents estimated (and also calculated by flatbed 

scanner method) to be less than 3 percent. Lower than 3 percent air has prevented development of any near-surface 

delamination of slab after machine trowel finishing.  

Abundant fly ash particles in the cementitious components slows down bleeding and strength gain compared to a 
cement-only concrete. Such slowed down bleeding and slow rate of strength gain can facilitate plastic shrinkage 

if/when the concrete dries out from the finished surface at a faster rate than the rate of bleeding. 

Presence of fibers in the concrete usually makes concrete sticky and increases difficulty in finishing which, if not 

placed, finished and cured properly can contribute to early-age cracking Having fibers would also contribute to 
slowed bleeding and continued evaporation after finishing. For a slab having fly ash and fibers loss of water from 

the surface must be controlled and kept at a minimum especially if/when the concrete slab is placed on a hot, sunny, 

windy, or dry day where rate of evaporation of water from the finished surface can be high.  

The slab was placed on a vapor retarder where mix water cannot be released to the subbase. This would increase 
the amount and duration of bleeding for bleed water to be released from the top only by evaporation. Such 

differential drying of slab between the bottom and top ends, where no water can be lost to the subbase due to a 
vapor retarder and slow prolonged bleeding of water would cause evaporation from the top, every measure should 

be taken to reduce loss from evaporation of water from the top, especially in a sunny weather as the case here with 

extended curing to prevent any differential shrinkage of slab and plastic shrinkage cracking. 
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High strength concretes generally (but not always) shrink more and always have a higher modulus of elasticity. The 

modulus of elasticity is a very important factor because the higher the modulus the more curl will occur and the 
less the curled edge will relax downward over time due to creep. Many studies have clearly shown that curling is 

directly proportional to modulus of elasticity. It is reasonable to estimate from a designer’s perspective that 
increasing the required concrete strength by 1000 psi (6.9 MPa) i.e. increasing the modulus of elasticity by about 

10% increases curling deflections by about 10%. Compressive strength should be no greater than designed, or any 
‘excess’ strength can be detrimental with respect to shrinkage and curling. Higher than necessary 28-day minimum 

strength requirements for many industrial floor slab-on-grade magnifies shrinkage problems. For an industrial floor 
anticipating heavy traffic and high abrasion, a moderate strength (3000-4000 psi) concrete with a mineral or metallic 

aggregate surface hardener can actually provide better surface durability and less potential to shrinkage, curling, 
and cracking than a slab designed with a higher strength concrete for the anticipated traffic (Holland and Walker 

1998). Due to the reported achievement of 28-day 4000-psi compressive strength in as fast as 4 days by the 
laboratory-cured concrete cylinders of the present project, and achievement of as high as 6500-psi strength in 28 

days, the concrete is judged to be stronger than designed to introduce undesirable shrinkage and curling of slab.   

Due to the reported absence of steel reinforcement (except having fiber reinforcement) the common restraining 

properties of steel on development of shrinkage-related cracking was not present.  

The slab is reported to have control joints 11/4 in. deep for 4 in. slab thickness. Control joint spacings for such a slab 

thickness should be at least 8 feet to at most 12 feet intervals and should be cut within 12 hours of placemen, which, 
however, were reportedly cut on the next day after placement when the slab already started developing uncontrolled 

early-age shrinkage cracks. Wider than 12 feet spacings may fail some of these joints to control subsequent 

shrinkage-related cracking from developing beneath the joints than elsewhere.   

In summary, based on the review of field photographs, background information, and detailed petrographic 
examinations of three sawn concrete samples from the slab, in the absence of any visible cracks in the samples to 

investigate, the best assessment for cracking include the following:  

• Early-age plastic shrinkage cracking, which was developed at the plastic or semi-plastic state due to rapid 

evaporation of water from the finished surface with no precaution to reduce surface evaporation. Early age 
plastic shrinkage cracking was facilitated by rapid evaporation of surface water at a rate faster than the rate 

of bleeding, especially when the concrete having fly ash and fibers have slowed down bleeding and the 
vapor retarder beneath the slab restricted any water loss to the subbase, hence prolonged the duration of 

bleeding.   
• Unaccommodative differential drying shrinkage of concrete at the semi-plastic to hardened state, e.g., from 

loss of mix water by porous crushed limestone coarse aggregate particles as well as loss of water from the 
trowel-finished surface to the ambient air (as evidenced by abundant residual cement and fly ash particles 

at the surface indicating restricted cement hydration).  
• More than design compressive strength of concrete (as high as 6240 psi strength in 28 days as opposed to 

4000 psi design strength) can increase the elastic moduli of concrete, which, in turn can contribute to 
undesirable shrinkage and curling of slab. 

• Reported absence of steel reinforcement, which has promoted uncontrolled shrinkage-related surface 
cracking to develop, which could, otherwise, be controlled in a steel-reinforced slab having steel 

reinforcement present within the top one-third thickness of the slab.   
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INTRODUCTION 

Reported herein are the results of detailed petrographic examinations of three saw-cut hardened concrete samples 

received from Red Oak Marketplace (Building A) located in Columbia, Missouri. A slab-on-grade placed outdoors 

in May of 2019 started cracking within a day of placement. The concrete samples were provided for detailed 

petrographic examinations to investigate possible reasons for early-age cracking.   

BACKGROUND INFORMATION 

Background information provided indicated placement of 210 yards of concrete for the building slab-on-grade on 

May 13th, 2019. Sawing of the concrete did not occur until the 14th at which time cracking had already occurred. 

The slab was unreinforced, but fiber was added to the concrete mix. Saw-cut depths were roughly 1.25 in. for a 4 

in. thick slab. The slab-on-grade was exposed to weather at time of placement.  

Chunks of concrete were obtained during demolition of the slab and sawn to approximately 4 in. Samples are 

marked 1, 2, and 3. Due to demolition and short notice, obtaining samples from cracked locations was not possible 

because original cracks and new cracking from demo were not distinguishable. Sample 1 came from 17’ S, 15’ E of 

NW building corner. Sample 2 came from 27’ S, 75’ E of NW building corner. Sample 3 came from 51’ S 165’ E of 

NW building corner. 

Concrete reportedly began to crack shortly after being finished.  It continued to crack overnight and resulted in large 

cracks unacceptable to the owner and thus removal of the slab. Recorded weather data from University of Missouri 

on this day were: 65.7 degrees F max. air temp., 42.1 degrees F min. air temp., and 9.9 mph max wind speed. 

PURPOSE OF PRESENT INVESTIGATION 

Based on the background information provided, the purposes of the present investigation are to determine:  

a. The composition, quality, and overall condition of concrete in the samples;  

b. Evidence of any physical or chemical deterioration of concrete in the samples; and, 

c. Based on detailed laboratory investigation, investigation of all possible reasons to explain the observed and 

reported early-age cracking of concrete slab. 

 

 



 CONSTRUCTION MATERIALS CONSULTANTS, INC.  

Red Oak Marketplace, Columbia, MO 5 

 

FIELD PHOTOGRAPHS 

 
Figure 1: Field photographs showing a large visible crack on a dense, gray, trowel-finished surface of slab that has 
control joints as shown, one in the top photo and two sets of parallel and perpendicular control joints along with 
two long continuous cracks shown in the bottom photo. Arrows show the crack paths, circle marks the point of 
intersection of two long cracks.  
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Figure 2: Field photograph showing a long continuous visible surface crack transecting the control joints along its 
path. Some of these cracks were reportedly formed prior to the installation of joints. 
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Figure 3: A report of compressive strength of concrete cylinders for the concrete from this project, which shows 
achievement of 4000 psi compressive strength just within 4 days for a mix that was supposed to have 4000 psi 
compressive strength in 28 days. 
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SAMPLES 

PHOTOGRAPHS, IDENTIFICATION, INTEGRITY, AND DIMENSIONS 

Figures 4 to 6 show the saw-cut sections of slab, as received. Sample 1 reportedly came from 17’ S, 15’ E of NW 

building corner. Sample 2 came from 27’ S, 75’ E of NW building corner. Sample 3 came from 51’ S 165’ E of NW 

building corner. All three saw-cut cubes are approximately 4 in. (100 mm) in sizes.    

END SURFACES 

The saw-cut samples showed a smooth flat, dense, gray, hard top surface representing the trowel-finished surface 

of slab, and, a smooth, formed, wavy bottom surface indicating placement of the slab on a plastic vapor retarder.  

Four other sides are mostly saw-cut. 

CRACKING & OTHER VISIBLE DISTRESS, IF ANY 

Despite collecting the samples from a slab that has shown early-age cracking, none of the three samples received 

showed any visible cracks.  

EMBEDDED ITEMS 

Distributed throughout the concrete are fine, hair-like polypropylene-type synthetic fibers that are consistent with 

the reported use of a fiber-reinforced concrete in the slab. No reinforcing steel, wire mesh, or other embedded items 

are present in the sample.  

RESONANCE 

All three samples have a ringing resonance, when hammered. 

TESTING STRATEGY 

All three samples were further sectioned into multiple parallel sections to obtain a 1-in. thick slab for preparation 

of lapped sections. A separate sliced section was used for preparation of blue dye-mixed epoxy-impregnated thin 

section.  Lapped section was scanned and viewed in a Stereozoom microscope. Colored dye-mixed thin sections 

were viewed in a transmitted-light stereozoom microscope, a high-power transmitted-light Nikon Eclipse E600 

microscope, and, eventually, in a Nikon E600POL petrographic microscope.  
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Figure 4: The smooth, dense, hard, dark gray, trowel-finished concrete surface in the top photo, and smooth, formed, 
wavy bottom surface with impression of placement of slab on a plastic vapor barrier in the bottom photo for saw-
cut concrete sample No. 1.  
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Figure 5: The smooth, dense, hard, dark gray, trowel-finished concrete surface in the top photo, and smooth, formed, 
wavy bottom surface with impression of placement of slab on a plastic vapor barrier in the bottom photo for a saw-
cut concrete sample No. 2. 
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Figure 6: The smooth, dense, hard, dark gray, trowel-finished concrete surface in the top photo, and smooth, formed, 
wavy bottom surface with impression of placement of slab on a plastic vapor barrier in the bottom photo for a saw-
cut concrete sample No. 3. 
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METHODOLOGIES 

PETROGRAPHIC EXAMINATIONS 

The samples were examined by petrographic examinations by following the methods of ASTM C 856 “Standard 

Practice for Petrographic Examination of Hardened Concrete.” Details of petrographic examinations and sample 

preparation are described in Jana (1997a, b, 2001, 2004a, b, 2005a, b, 2006, 2007).  

The steps of petrographic examinations include (Jana 2006):  

i. Visual examinations of samples, as received;  

ii. Low-power stereo microscopical examinations of as-received, saw-cut and freshly fractured sections, and 

lapped cross sections of samples for evaluation of textures, and composition; 

iii. Low-power stereo microscopical examinations of air contents and air-void systems of concrete in the 

samples; 

iv. Examinations of oil 

immersion mounts in a 

petrographic 

microscope for 

mineralogical 

compositions of specific 

areas of interest; 

v. Examinations of blue 

dye-mixed (to highlight 

open spaces, cracks, 

etc.) epoxy-impregnated 

large area (50 mm ´ 75 

mm) thin sections of 

concrete in a 

petrographic 

microscope for detailed 

compositional and microstructural analyses; 

vi. Photographing samples, as received and at various stages of preparation with a digital camera and a flatbed 

scanner; and, 

vii. Photomicrographs of lapped sections and thin sections of samples taken with stereomicroscope and 

petrographic microscope, respectively to provide detailed compositional and mineralogical information of 

concrete.  

Figure 7: Optical microscopy laboratory in CMC that houses various stereo-
microscopes, and petrographic microscopes used in this study.  
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PETROGRAPHIC EXAMINATIONS 

LAPPED CROSS SECTIONS  

 
Figure 8:  Lapped cross section of Sample 1 showing: (a) dense, hard, dark gray, trowel-finished concrete surface at 
the top, (b) crushed limestone coarse aggregate particles and natural siliceous sand fine aggregate particles; (c) good 
grading and well-distribution of aggregates throughout the depth of core; and (d) sporadic dark patches of paste, 
especially some around porous limestone coarse aggregate particles due to loss of mix water by the porous limestone 
(some dark paste rims around crushed limestone particles are marked with arrows).  



 CONSTRUCTION MATERIALS CONSULTANTS, INC.  

Red Oak Marketplace, Columbia, MO 14 

 

 
Figure 9:  A second lapped cross section of Sample 1 showing: (a) dense, hard, dark gray, trowel-finished concrete 
surface at the top, (b) crushed limestone coarse aggregate particles and natural siliceous sand fine aggregate 
particles; (c) good grading and well-distribution of aggregates throughout the depth of core; and (d) sporadic dark 
patches of paste, especially some around porous limestone coarse aggregate particles due to loss of mix water by 
the porous limestone (some dark paste rims around crushed limestone particles are marked with arrows).  
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Figure 10: :  Lapped cross section of Sample 2 showing: (a) dense, hard, dark gray, trowel-finished concrete surface 
at the top, (b) crushed limestone coarse aggregate particles and natural siliceous sand fine aggregate particles; (c) 
good grading and well-distribution of aggregates throughout the depth of core; and (d) sporadic dark patches of 
paste, especially some around porous limestone coarse aggregate particles due to loss of mix water by the porous 
limestone (some dark paste rims around crushed limestone particles are marked with arrows).  
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Figure 11: :  A second lapped cross section of Sample 2 showing: (a) dense, hard, dark gray, trowel-finished concrete 
surface at the top, (b) crushed limestone coarse aggregate particles and natural siliceous sand fine aggregate 
particles; (c) good grading and well-distribution of aggregates throughout the depth of core; and (d) sporadic dark 
patches of paste, especially some around porous limestone coarse aggregate particles due to loss of mix water by 
the porous limestone (some dark paste rims around crushed limestone particles are marked with arrows).  
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Figure 12: :  Lapped cross section of Sample 3 showing: (a) dense, hard, dark gray, trowel-finished concrete surface 
at the top, (b) crushed limestone coarse aggregate particles and natural siliceous sand fine aggregate particles; (c) 
good grading and well-distribution of aggregates throughout the depth of core; and (d) sporadic dark patches of 
paste, especially some around porous limestone coarse aggregate particles due to loss of mix water by the porous 
limestone (some are marked with arrows). Bottom photo is an enlarged view of the boxed area from the top to show 
dark gray paste at the margins of porous limestone coarse aggregate particles.  
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Figure 13: A second lapped cross section of Sample 3 showing: (a) dense, hard, dark gray, trowel-finished concrete 
surface at the top, (b) crushed limestone coarse aggregate particles and natural siliceous sand fine aggregate 
particles; (c) good grading and well-distribution of aggregates throughout the depth of core; and (d) sporadic dark 
patches of paste, especially some around porous limestone coarse aggregate particles due to loss of mix water by 
the porous limestone (some dark paste rims around crushed limestone particles are marked with arrows). Bottom 
photo is an enlarged view of the boxed area from the top to show dark gray paste at the margins of porous limestone 
coarse aggregate particles.  
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AIR VOIDS AND CARBONATION  

 
Figure 14: Two different treatments of a lapped cross section of Sample 1. Left side highlights air voids in concrete 
in white against a black background by marking the section with a black Sharpie pen followed by filling of all voids 
with a white zinc oxide powder. Sample shows a few coarse air voids that are characteristic of entrapped air. Right 
side highlights depth of carbonation of concrete after treatment of lapped section with a phenolphthalein alcoholic 
solution where carbonated surface remained in normal gray color of paste whereas non-carbonated interior 
discolored to pink.  
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Figure 15: Two different treatments of a lapped cross section of Sample 2. Left side highlights air voids in concrete 
in white against a black background by marking the section with a black Sharpie pen followed by filling of all voids 
with a white zinc oxide powder. Sample shows a few coarse air voids that are characteristic of entrapped air. Right 
side highlights depth of carbonation of concrete after treatment of lapped section with a phenolphthalein alcoholic 
solution where carbonated surface remained in normal gray color of paste whereas non-carbonated interior 
discolored to pink.  
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Figure 16: Two different treatments of a lapped cross section of Sample 3. Left side highlights air voids in concrete 
in white against a black background by marking the section with a black Sharpie pen followed by filling of all voids 
with a white zinc oxide powder. Sample shows a few coarse air voids that are characteristic of entrapped air. Right 
side highlights depth of carbonation of concrete after treatment of lapped section with a phenolphthalein alcoholic 
solution where carbonated surface remained in normal gray color of paste whereas non-carbonated interior 
discolored to pink.  

 



 CONSTRUCTION MATERIALS CONSULTANTS, INC.  

Red Oak Marketplace, Columbia, MO 22 

 

MICROGRAPHS OF LAPPED CROSS SECTIONS 

 
Figure 17: Micrographs of lapped cross section of Sample 1 showing: (a) densified trowel-finished surface where 
paste is relatively darker gray immediately beneath the surface than in the interior due to loss of some mix water 
during trowel finishing; (b) dense and well-consolidated nature of concrete; (c) lack of any near-surface 
delamination beneath the trowel-finished surface due to lack of air entrainment; (d) dark gray paste patches mostly 
around porous limestone coarse aggregate particles (some are marked with arrows); and (e) lack of air entrainment 
in the concrete with only a few coarse near-spherical and irregular-shaped entrapped air voids.   
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Figure 18: Micrographs of lapped cross section of Sample 1 showing: (a) dense and well-consolidated nature of 
concrete; (b) dark gray paste patches mostly around porous limestone coarse aggregate particles (some are marked 
with arrows); and (c) lack of air entrainment in the concrete with only a few coarse near-spherical and irregular-
shaped entrapped air voids.   
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Figure 19:  Micrographs of lapped cross section of Sample 1 showing: (a) dense and well-consolidated nature of 
concrete; (b) dark gray paste patches mostly around porous limestone coarse aggregate particles; and (c) lack of air 
entrainment in the concrete with only a few coarse near-spherical and irregular-shaped entrapped air voids.    
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Figure 20: Micrographs of lapped cross section of Sample 2 showing: (a) densified trowel-finished surface where 
paste is relatively darker gray immediately beneath the surface than in the interior due to loss of some mix water 
during trowel finishing; (b) dense and well-consolidated nature of concrete; (c) lack of any near-surface 
delamination beneath the trowel-finished surface due to lack of air entrainment; (d) dark gray paste patches mostly 
around porous limestone coarse aggregate particles (some are marked with arrows); and (e) lack of air entrainment 
in the concrete with only a few coarse near-spherical and irregular-shaped entrapped air voids. 
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Figure 21:  Micrographs of lapped cross section of Sample 2 showing: (a) dense and well-consolidated nature of 
concrete; (b) dark gray paste patches mostly around porous limestone coarse aggregate particles (some are marked 
with arrows); and (c) lack of air entrainment in the concrete with only a few coarse near-spherical and irregular-
shaped entrapped air voids.  
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Figure 22:  Micrographs of lapped cross section of Sample 3 showing: (a) densified trowel-finished surface where 
paste is relatively darker gray immediately beneath the surface than in the interior due to loss of some mix water 
during trowel finishing; (b) dense and well-consolidated nature of concrete; (c) lack of any near-surface 
delamination beneath the trowel-finished surface due to lack of air entrainment; (d) dark gray paste patches mostly 
around porous limestone coarse aggregate particles (some are marked with arrows); and (e) lack of air entrainment 
in the concrete with only a few coarse near-spherical and irregular-shaped entrapped air voids.  
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Figure 23:  Micrographs of lapped cross section of Sample 3 showing: (a) dense and well-consolidated nature of 
concrete; (b) dark gray paste patches mostly around porous limestone coarse aggregate particles (some are marked 
with arrows); and (c) lack of air entrainment in the concrete with only a few coarse near-spherical and irregular-
shaped entrapped air voids.  
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BLUE DYE-MIXED EPOXY-IMPREGNATED THIN SECTION 

 
Figure 24: Blue dye-mixed 
epoxy-impregnated thin 
sections (50 mm ´ 75 mm 
size) of concrete 
highlighting voids and 
porous regions of paste by 
the blue epoxy that has 
been absorbed more in 
those areas compared to 
denser regions.  

Porous limestone coarse 
aggregate particles are 
detected in all three 
samples where pore spaces 
are highlighted by blue 
epoxy. 

These porous limestone 
particles have absorbed 
some mix water from the 
paste and caused local 
shrinkage of paste from loss 
of water from the mortar 
fraction. 
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MICROGRAPHS OF THIN SECTION 

 
Figure 25: Micrographs of thin section of Sample 1 showing: (a) crushed limestone coarse aggregate particles 
containing fine-grained calcite, coarsely crystalline calcite and dolomite, and interstitial detrital quartz grains in 
limestone; (b) natural siliceous sand fine aggregate consisting of major amount of quartz and subordinate amounts 
of quartzite and feldspar, and (c) interstitial paste of Portland cement and fly ash that is contaminated with finer 
fractions of crushed limestone as limestone dusts resembling intentional addition of limestone fine fillers in concrete.  
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Figure 26: Micrographs of thin section of Sample 1 showing: (a) crushed limestone coarse aggregate particles 
containing fine-grained calcite, coarsely crystalline calcite and dolomite, and interstitial detrital quartz grains in 
limestone; (b) natural siliceous sand fine aggregate consisting of major amount of quartz and subordinate amounts 
of quartzite and feldspar, and (c) interstitial paste of Portland cement and fly ash that is contaminated with finer 
fractions of crushed limestone as limestone dusts resembling intentional addition of limestone fine fillers in concrete. 
Air voids in concrete and pore spaces in crushed limestone coarse aggregate particles are highlighted in blue epoxy. 
Arrows show limestone particles with internal porosity that has absorbed some mix water from the paste. 
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Figure 27: Micrographs of thin section of Sample 2 showing: (a) crushed limestone coarse aggregate particles 
containing fine-grained calcite, coarsely crystalline calcite and dolomite, and interstitial detrital quartz grains in 
limestone; (b) natural siliceous sand fine aggregate consisting of major amount of quartz and subordinate amounts 
of quartzite and feldspar, and (c) interstitial paste of Portland cement and fly ash that is contaminated with finer 
fractions of crushed limestone as limestone dusts resembling intentional addition of limestone fine fillers in concrete.  
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Figure 28: Micrographs of thin section of Sample 2 showing: (a) crushed limestone coarse aggregate particles 
containing fine-grained calcite, coarsely crystalline calcite and dolomite, and interstitial detrital quartz grains in 
limestone; (b) natural siliceous sand fine aggregate consisting of major amount of quartz and subordinate amounts 
of quartzite and feldspar, and (c) interstitial paste of Portland cement and fly ash that is contaminated with finer 
fractions of crushed limestone as limestone dusts resembling intentional addition of limestone fine fillers in concrete. 
Air voids in concrete and pore spaces in crushed limestone coarse aggregate particles are highlighted in blue epoxy. 
Arrows show limestone particles with internal porosity that has absorbed some mix water from the paste. 
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Figure 29: Micrographs of thin section of Sample 2 showing: (a) crushed limestone coarse aggregate particles 
containing fine-grained calcite, coarsely crystalline calcite and dolomite, and interstitial detrital quartz grains in 
limestone; (b) natural siliceous sand fine aggregate consisting of major amount of quartz and subordinate amounts 
of quartzite and feldspar, and (c) interstitial paste of Portland cement and fly ash that is contaminated with finer 
fractions of crushed limestone as limestone dusts resembling intentional addition of limestone fine fillers in concrete.  
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Figure 30: Micrographs of thin section of Sample 2 showing: (a) crushed limestone coarse aggregate particles 
containing fine-grained calcite, coarsely crystalline calcite and dolomite, and interstitial detrital quartz grains in 
limestone; (b) natural siliceous sand fine aggregate consisting of major amount of quartz and subordinate amounts 
of quartzite and feldspar, and (c) interstitial paste of Portland cement and fly ash that is contaminated with finer 
fractions of crushed limestone as limestone dusts resembling intentional addition of limestone fine fillers in concrete. 
Air voids in concrete and pore spaces in crushed limestone coarse aggregate particles are highlighted in blue epoxy. 
Arrows show limestone particles with internal porosity that has absorbed some mix water from the paste.  
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Figure 31: Micrographs of thin section of Sample 1 showing: (a) dense trowel-finished surface region of concrete 
where abundant residual Portland cement and spherical fly ash particles are concentrated (due to restricted cement 
hydration from loss of some mix water from the surface both by trowel-finishing operations and by atmospheric 
evaporation; and (b) patchy carbonation of paste at the finished surface region within top 5 mm of surface.  
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Figure 32: Micrographs of thin section of Sample 2 showing: (a) dense trowel-finished surface region of concrete 
where abundant residual Portland cement and spherical fly ash particles are concentrated (due to restricted cement 
hydration from loss of some mix water from the surface both by trowel-finishing operations and by atmospheric 
evaporation); and (b) patchy carbonation of paste at the finished surface region within top 5 mm of surface.  
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Figure 33: Micrographs of thin section of Sample 3 showing: (a) dense trowel-finished surface region of concrete 
where abundant residual Portland cement and spherical fly ash particles are concentrated (due to restricted cement 
hydration from loss of some mix water from the surface both by trowel-finishing operations and by atmospheric 
evaporation); and (b) patchy carbonation of paste at the finished surface region within top 5 mm of surface.  
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Figure 34: Micrographs 
of thin section of 
Sample 1 showing:  

(a) Top photo - 
concentration of 
residual Portland 
cement and spherical fly 
ash particles around 
margins of porous 
limestone coarse 
aggregate particles 
(shown by arrows) due 
to loss of some mix 
water by porous 
limestone;  

(b) 2nd row – abundant 
residual cement and 
spherical fly ash 
particles at the trowel-
finished surface region; 

 (c) 3rd  row – relatively 
lesser amount of 
residual cement and fly 
ash where most of the 
calcium silicate 
component of cement is 
hydrated leaving dark 
brown ferrite residues 
due to advanced 
cement hydration; and, 

 (d) 4th row – mortar 
fraction of concrete 
showing many 
limestone fine particles 
which are probably 
contributed from 
crushed limestone 
coarse aggregate.  
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Figure 35: Micrographs 
of thin section of Sample 
2 showing:  

(a) Top photo - 
concentration of residual 
Portland cement and 
spherical fly ash particles 
around margins of porous 
limestone coarse 
aggregate particles 
(shown by arrows) due to 
loss of some mix water by 
porous limestone;  

(b) 2nd row – abundant 
residual cement and 
spherical fly ash particles 
at the trowel-finished 
surface region; 

 (c) 3rd row – relatively 
lesser amount of residual 
cement and fly ash where 
most of the calcium 
silicate component of 
cement is hydrated 
leaving dark brown 
ferrite residues due to 
advanced cement 
hydration; and, 

 (d) 4th row – mortar 
fraction of concrete 
showing many limestone 
fine particles which are 
probably contributed 
from crushed limestone 
coarse aggregate.  
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Figure 36: Micrographs 
of thin section of Sample 
3 showing:  

(a) Top photo - 
concentration of residual 
Portland cement and 
spherical fly ash particles 
around margins of 
porous limestone coarse 
aggregate particles 
(shown by arrows) due to 
loss of some mix water by 
porous limestone;  

(b) 2nd row – abundant 
residual cement and 
spherical fly ash particles 
at the trowel-finished 
surface region; 

 (c) 3rd  row – relatively 
lesser amount of residual 
cement and fly ash where 
most of the calcium 
silicate component of 
cement is hydrated 
leaving dark brown 
ferrite residues due to 
advanced cement 
hydration; and, 

 (d) 4th row – mortar 
fraction of concrete 
showing many limestone 
fine particles which are 
probably contributed 
from crushed limestone 
coarse aggregate.  
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COARSE AGGREGATES 

Coarse aggregates are compositionally similar crushed limestone in all three samples consisting of fine-grained 

(micritic) fossiliferous, and argillaceous limestone particles having variable porosities. Many crushed limestone 

particles have interstitial pore spaces between calcite grains that have absorbed some of the mix water from the 

paste around to create dark rims of pastes having relatively lower water-cementitious materials ratios than paste 

elsewhere (Figures 8 to 13, and 17 to 22).  Crushed limestone particles have nominal maximum size of 3/4 in. (19 

mm).  Particles are medium to dark gray, angular, dense, hard, and have massive coarse-grained crystalline 

(equigranular) texture. Particles are equidimensional to elongated, unaltered, uncoated, and mostly uncracked.  

Coarse aggregate particles are well-graded and well-distributed.  There is no evidence of alkali-aggregate reactions 

or any other potentially deleterious reactions of coarse aggregates found in the concrete.   

Coarse aggregate particles have been sound during their service in the concrete and did not contribute to the early-

age cracking of slab.  

FINE AGGREGATES 

Fine aggregates compositionally similar natural siliceous (quartz-quartzite) sands in all three samples having 

nominal maximum sizes of 3/8 in. (9.5 mm).  Particles are variably colored, rounded to subangular, dense, hard, 

equidimensional to elongated, unaltered, uncoated, and mostly uncracked.  Fine aggregate particles are well-graded 

and well-distributed.  There is no evidence of alkali-aggregate reaction of fine aggregate particles.   

Fine aggregate particles have been sound during their service in the concrete and did not contribute to the early-

age cracking of slab.  

The following Table summarizes properties of coarse and fine aggregates in the samples.  

Properties and Compositions of Aggregates Saw-cut Samples of Concrete Slab-on-Grade 

Coarse Aggregates 

Types Crushed Limestone 

Nominal maximum size (in.) 3/4 in. (19 mm) 

Rock Types 
Fine-grained (micritic) fossiliferous and argillaceous limestone 

particles having variable porosities 
Angularity, Density, Hardness, Color, Texture, 

Sphericity 
Medium to dark gray, angular, dense, hard, and have massive 

coarse-grained crystalline (equigranular) texture 

Cracking, Alteration, Coating Unaltered, Uncoated, and Mostly Uncracked 

Grading & Distribution Well-graded and Well-distributed 

Soundness Sound 

Alkali-Aggregate Reactivity None 
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Properties and Compositions of Aggregates Saw-cut Samples of Concrete Slab-on-Grade 

Fine Aggregates 

Types Natural siliceous sand 

Nominal maximum size (in.) 3/8 in. (9.5 mm) 

Rock Types Quartz, Quartzite, Feldspar 

Cracking, Alteration, Coating 
Variably colored, rounded to subangular, dense, hard, 

equidimensional to elongated 

Grading & Distribution Well-graded and Well-distributed 

Soundness Sound 

Alkali-Aggregate Reactivity None 
Table 1: Properties of coarse and fine aggregates of concrete. 

PASTE 

Properties and composition of hardened cement pastes are summarized in Table 2.  Pastes are denser and darker 

gray at the top 1/8 in. (3 to 5 mm) due to loss of some mix water during trowel-finishing operations, but medium 

gray, less dense and lighter gray in the bodies. Freshly fractured surfaces has subvitreous lusters and subconchoidal 

textures.   

Residual and relict Portland cement particles are present and estimated to constitute 12 to 14 percent of the paste 

volumes in the top trowel-densified surface regions (top 5 mm) and 8 to 12 percent in the interior bodies.  Distributed 

throughout the paste are fine, clear to light to dark brown and black spherical glassy particles of fly ash having the 

fineness of Portland cement. Also present are many limestone fine particles of sizes in the range of cement particles, 

which are incorporated from the crushed limestone coarse aggregate particles (Figures 33 to 35).  

Hydration of Portland cement is normal in the interior bodies and restricted at the top trowel-densified surface 

region due to loss of mix water during finishing operations followed by some loss from atmospheric evaporation. 

Properties and Compositions of Paste Saw-cut Samples of Concrete Slab-on-Grade 

Color, Hardness, Porosity, Luster 

Paste is denser and darker gray at the top 1/8 in. (3 to 5 
mm) but medium gray, less dense and lighter in the body; 

freshly fractured surfaces of interior paste have 
subvitreous lusters and subconchoidal textures 

Residual Portland Cement Particles 
Normal, 12 to 14 percent of the paste volumes in the top 
trowel-densified surface regions (top 5 mm) and 8 to 12 

percent in the interior bodies 

Calcium hydroxide from cement hydration Normal, 10 to 14 percent by paste volume in the interior 

Pozzolans, Slag, etc. 
Distributed throughout the paste are fine, clear to light to 
dark brown and black spherical glassy particles of fly ash 

having the fineness of Portland cement 

Water-cementitious materials ratio (w/cm), estimated 
0.40 to 0.44 in the body but less than 0.40 at the top 5 

mm of the trowel-finished surface region 
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Properties and Compositions of Paste Saw-cut Samples of Concrete Slab-on-Grade 

Cement Content (bags per cubic yard) 7 to 71/2 of which 15 to 20 percent is estimated to be fly 
ash 

Secondary Deposits None 

Depth of Carbonation, mm 1 to 2 mm at the finished surface region 

Microcracking 

Some fine hairline shrinkage microcracks from normal 
drying shrinkage of paste, some near-surface microcracks 

from loss of water and some other microcracks from 
shrinkage of paste due to loss of water to porous crushed 

limestone particles 

Aggregate-paste Bond Tight 

Bleeding, Tempering None 

Chemical deterioration  None 
Table 2: Proportions and composition of hardened cement pastes. 

The textural and compositional features of the pastes are indicative of cementitious materials contents estimated to 

be equivalent to 7 to 71/2 bags of Portland cement per cubic yard of which 15 to 20 percent is estimated to be fly 

ash, and, a water-cementitious materials ratio (w/cm) estimated to be 0.40 to 0.44 in the body but less than 0.40 at 

the top 5 mm of the trowel-finished surface region.   

There is no evidence of any deleterious deposits found in the sample. Carbonation is shallow 1 to 2 mm.  Bonds 

between the coarse and fine aggregate particles and paste are tight.   

Some fine hairline shrinkage microcracks are found from normal drying shrinkage of paste, some near-surface 

microcracks from loss of water, and some other microcracks from shrinkage of paste due to loss of water to porous 

crushed limestone particles. There is, however, no evidence of microcracking due to any chemical deteriorations 

such as alkali-aggregate reactions.  

AIR 

Concrete in all three samples are non-air-entrained having air contents calculated by black and white contrast 

enhancement technique of Peterson et al. (2016, Figure 36) to be less than 3 percent. Such calculations confirm the 

air contents estimated from petrographic examinations.  
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Figure 37: Scanned photo of black and white contrast enhancement of half of lapped cross section of each sample 
where air voids are highlighted by a white zinc oxide powder applied over the surface after darkening the surface 
with a black Sharpie marker pen so that only air voids are highlighted.  

Air content and parameters of air-void systems are calculated by the flatbed scanner method of Peterson et al. (2016).  
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DISCUSSIONS 

EARLY-AGE CRACKING 

It is reported that the cracks started appearing within 24 hours of concrete placement, shortly after being finished. 

Such early-age cracks are indicative of formation at the plastic or semi-plastic state  of concrete i.e. before the 

concrete has achieved a good aggregate-paste bond and a compressive strength of at least 2500 psi. From this 

information alone these early-age cracks are considered to be plastic shrinkage cracks formed prior to the hardening 

of concrete.   

Due to the absence of a sample from over a visible surface crack in the field, or, absence of a visible crack in any 

of the three samples received, various common and crucial petrographic evidence to investigate the reported early-

age cracking cannot be obtained from direct observations of cracks. Such evidence commonly include but are not 

limited to the typical tear-shaped overlapping (en echelon) pattern of cracks, and the presence of paste bridges 

between the cracks. As a result, other microstructural evidence of paste indicative of rapid evaporation of mix water 

from the finished surface at a rate faster than the rate of bleeding to promote early-age cracking were investigated. 

Such evidence include the presence of a porous and carbonated paste at the wearing surface situated above the 

layer of non-carbonated paste densified by trowel finishing operations, fine hairline shrinkage microcracks in the 

near-surface regions, and evidence of abundant residual Portland cement and fly ash particles in the trowel-finished 

densified paste immediately beneath the finished surface regions due to restricted cement hydration for rapid 

evaporation of mix water from the finished surface immediately after the trowel finishing operations.   

Early-age cracking is common in many slabs especially placed on a hot, windy, and/or dry (i.e. low relative humidity 

of ambient air) day when the concrete evaporates mix water from the surface at a rate faster than the rate of bleeding 

(Kosmatka et al. 2002, ACI Committee reports 211, 224, 302, and 360). Shrinkage of concrete at the plastic or semi-

plastic state causes plastic shrinkage cracking, which can extend through the entire thickness of a slab such as the 

case here, e.g., see the top photo in Figure 1 where the vertical crack has extended almost through the entire depth 

of the slab from the surface.  

(a) Abundant fly ash particles in the cementitious components slows down bleeding and strength gain compared 

to a cement-only concrete. Such slowed down bleeding and slow rate of strength gain can facilitate plastic 

shrinkage if/when the concrete dries out from the finished surface at a faster rate than the rate of bleeding.  

(b) Presence of fibers in the concrete usually makes concrete sticky and increases difficulty in finishing which, if 

not placed, finished and cured properly can contribute to early-age cracking Having fibers would also 

contribute to slowed bleeding and continued evaporation after finishing. For a slab having fly ash and fibers 

loss of water from the surface must be controlled and kept at a minimum especially if/when the concrete slab 
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is placed on a hot, sunny, windy, or dry day where rate of evaporation of water from the finished surface can 

be high.  

(c) The slab was placed on a vapor retarder where mix water cannot be released to the subbase. This would 

increase the amount and duration of bleeding for bleed water to be released from the top only by evaporation. 

Such differential drying of slab between the bottom and top ends, where no water can be lost to the subbase 

for a vapor retarder and slow prolonged bleeding of water would cause evaporation from the top, every measure 

should be taken to reduce loss from evaporation of water from the top, especially in a sunny weather as the 

case here with extended curing to prevent any differential shrinkage of slab and plastic shrinkage cracking.  

(d) There is no evidence of any chemical or physical deterioration, or any potentially deleterious reactions detected 

in the concrete itself to cause any such cracking. Both the coarse and fine aggregates are sound and did not 

contribute to the cracking.  

DRYING SHRINKAGE, CURLING, AND CRACKING 

Drying shrinkage of concrete is defined as the reduction in concrete volume from a loss of water from the concrete 

after hardening and is caused principally by the contraction of the calcium-silicate-hydrate gel when the moisture 

content of the gel is decreased (Ytterberg, 1987). All practical Portland cement concrete (without reinforcement) 

shrinks about 400 to 800 millionths (0.0004 to 0.0008 in./in. or 0.004 to 0.008 mm/mm) due to drying in an air of 

50% humidity, but when drying shrinkage is restrained by reinforcing steel, shrinkage can be reduced by up to one-

half. In reinforced concrete slab with normal amounts of reinforcement, drying shrinkage is usually between 200 

and 300 millionths. Similar values are found for slabs on ground restrained by subgrade. Shrinkage of cement ‘paste’ 

occurs from the loss of the ‘excess’ water i.e. beyond the amount needed for cement hydration, which is added to 

provide the workability. To fully restrain shrinkage of paste, concrete contains the maximum practical amount of 

incompressible, clean aggregates. Unrestrained cement paste usually shrinks about 4 to 5 times as much as concrete, 

which is the primary cause of shrinkage in concrete, hence is restrained by proper selection of the type, size, and 

grading of aggregates. The larger the maximum size of coarse aggregate, the higher is its volume in a concrete, and 

the lower the concrete shrinkage; hence ACI 211 recommends a large maximum-sized coarse aggregate, slightly 

less than 1/3 the thickness of the slab to maximize the amount of aggregate and hence minimize the shrinkage.   

Curling occurs when the upper part of a slab tries to occupy a smaller volume than the lower portion due to 

difference between the upper and lower portions with respect to shrinkage, temperature, moisture content, and 

other variables (Walker and Holland 1999). Upward curling slab edges and corners are caused primarily by 

difference in moisture content and/or temperature between the top and bottom of the slab, causing difference in 

drying shrinkage between the top and bottom as the top dries to a lower moisture content due to evaporation of 

moisture from the top than the bottom of the slab (Ytterberg, 1987; Suprenant 2002). The slab curl upwards when 

the surface is drier and shrinks more, or is cooler and contracts more than the bottom, e.g., when a slab is placed 

on a moist subgrade at the bottom, and/or exposed to low humidity air on top. For the slab to stay intact its edges 
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must lift up, e.g., at discontinuous end of the slab, at a construction joint, a control joint, or even at a sufficiently 

wide crack, resulting in a loss of contact between the slab and subbase. Upward curl at slab corners can be as high 

as 1 in. (25 mm), but is typically about 1/4 in. (6 mm). For vertically unrestrained slab corners, the panel corners 

must lift higher than the edges further away if no cracking is to occur. Slabs-on-grades usually curl more than the 

suspended slabs with the edges of the former sometimes lifted off the subgrade. Curling acts against the gravity and 

concrete creep, the net effect and amount of curling depends on shrinkage potential, strength, subgrade support, 

moisture and temperature conditions, slab thickness, joint spacing and depth, and others. Curling of edges develops 

substantial tensile stresses in the top of the slab (when gravity, loads, or vertical restrain tries to pull the edges down); 

such curling stresses are far more important than linear shrinkage in causing slab cracking. Wheeled traffic across 

curled edges or joints (without proper dowel load transfer) can cause spalling of cracks, joint edges, failure of joint 

fillers, and other problems. Unless a slab-on-grade is cast directly on a substrate that causes significant restraint 

(such as placement on a very uneven subgrade or an open-graded stone base), curling stresses usually far exceed 

linear shrinkage stresses; hence for most slab-on-grades placed on planar substrates, cracking is more due to curling 

stresses, or a combined effect of curling and linear shrinkage than shrinkage alone.  

The term ‘warping’ is sometimes used to indicate upward vertical deflections from the temperature differential, and 

separate it from ‘curling’ i.e. due to moisture content (and the resultant shrinkage) differential between the top and 

bottom of slab. Upward deflection, however, is commonly due to the combined effects of both temperature and 

moisture content differentials, and thus is mostly referred to as curling.  

Besides the moisture contents and resultant drying shrinkage differential between the top and bottom of slab (which 

is the prime factor for curling), other factors that can also contribute to curling (though not at same degree) are 

modulus of subgrade reaction, concrete compressive strength and modulus of elasticity, reinforcement ratio, slab 

thickness, joint spacing, and curing (Suprenant, 2002).   

If there is no restraint during drying, shrinkage occurs freely, and no stresses or cracks develop. If the tensile stress 

that results from restrained drying shrinkage (e.g., from aggregates, reinforcement, subgrade, etc.) exceeds the tensile 

strength of concrete, cracks can develop. Random cracks may develop if joints are not properly provided and the 

concrete is restrained from shortening.  Transfer of loads or wheeled vehicular traffic across a curled free edge of a 

slab introduces cracking by breaking off the uplifted edge.  

Concrete Materials, Mix Proportions, & Construction Practices 

Porous aggregates absorb mix water to cause local shrinkage of paste and form dark gray paste rims. All three 

samples show such evidence from the presence of many porous crushed limestone particles in coarse aggregates, 

which, due to its volume, can contribute to overall shrinkage and related cracking of concrete.  
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Factors that increase or decrease drying shrinkage also affect curling similarly; hence controlling the same factors 

can reduce both. Most early works on concrete shrinkage (Powers, 1959; Meininger, 1966; Tremper and Spellman, 

1963; Ytterberg, 1987) have mentioned that water demand of the separate ingredients in concrete is the major 

determinant of shrinkage, hence proper choice of ingredients is the first step of combating shrinkage. Powers (1959) 

has mentioned six favorable materials’ choices (at a given water-cement ratio) for controlling shrinkage, e.g., cement 

with optimum SO3, cement with 15% retained on No. 200, less compressible aggregate (quartz), more aggregate 

(11/2 in. max. size as opposed 1/2 in. since latter will cause more shrinkage), and no clay in aggregate. Meininger 

(1966) has mentioned effects of the following factors on concrete shrinkage: source of coarse aggregate (e.g., quartz 

vs. greywacke, which alone could cause 100% variation in concrete shrinkage), source of fine aggregate (max. 20% 

effect), source of total aggregate (max. 150% effect), washing out minus No. 200 mesh, 21/2 vs. 1/2 in. max. aggregate 

size, fine aggregate grading from coarse to fine, source of cement, cement factor, slumps, and curing. Mixture and 

construction practices that could increase shrinkage potential of a concrete mix include (Tremper and Spellman, 

1963): (i) higher temperature of concrete at discharge, (ii) higher slump than specified, (iii) excessive haul in transit 

mixer, too long a waiting period at jobsite, too many revolutions at mixing speed, (iv) use of 3/4 in. maximum size 

aggregate under conditions where 1 or 11/2 in. size could have been used, (v) use of cement having high shrinkage 

characteristics, (vi) use of dirty, contaminated, or inadequately washed aggregates (due to additional fines plus 

increased shrinkage potential of the dirt particles), (vii) use of aggregates of poor inherent quality with respect to 

shrinkage, and (viii) use of an admixture that produces high shrinkage. Equivalent increase in shrinkage is 8, 10, 10, 

25, 25, 25, 50, and 30 percent, respectively; the additive increase in shrinkage from all these factors can be 180 

percent but the synergistic, cumulative effect can be much higher, up to 400 percent increase (Ytterberg, 1987; 

Walker and Holland, 1999).  

The most important controllable factor affecting drying shrinkage is the amount of water per unit volume of concrete; 

hence shrinkage can be minimized by keeping the water content of concrete as low as possible, e.g., by keeping 

the coarse aggregate content as high as possible (i.e. minimizing the paste content) (Kosmatka et al., 2002). Any 

practice that increases the mix water content will also increase shrinkage, e.g., from making the concrete too ‘soupy’ 

(i.e. high slumps without superplastisizer), excessively high freshly mixed concrete temperatures1, high fine-

aggregate contents (or use of small-size coarse aggregate), too gap-graded, or too finely graded – the latter two 

reflects the importance of having as large and as evenly-graded aggregate particles as possible. The water demand 

of a mix at a given temperature depends on the ratio of surface area per unit volume of aggregate particles to be 

coated with paste (cement + water); the smaller the particle, or the more elongated and/or flat it is, the greater the 

ratio, and hence the greater the amount of water and cementitious materials required; therefore the greater will be 

                                                   

1 A small amount of water can be added at the jobsite to increase workability in a hot weather construction without 
affecting drying shrinkage properties as long as the additions are within mix specifications (Suprenant and Malisch, 
2000). 
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the shrinkage. Some ways to reduce water content in a mix are (Tremper and Spellman, 1963): by using coarser 

sand, aggregates free of clay and other fine materials, avoiding finely ground high early strength cement, using 

cement with low C3A content, largest possible maximum sized coarse aggregate, shortest travel time from batch 

plant to job site, and fewest agitating revolutions after complete mixing is achieved, and placement at lowest 

possible temperature (Ytterberg, 1987).   

Concretes made with modern cements that are finer than older cements, many have higher C3A contents, which 

may have desirable qualities for certain situations (e.g., high early strength), but many new cements shrink more 

than in the past. High-early strength and high-C3A cements increase slab shrinkage (Ytterberg, 1987).  

Both coarse and fine aggregates should be as well graded as possible, mostly quant or rounded in shape, have low 

shrinkage potential, with the fine aggregated content minimized, consistent with the required workability. Gap-

grading of combined coarse and fine aggregates due to less amounts retained in many ‘middle sizes’ (for 

consumption in the asphalt industry) negatively affects shrinkage and curling potential of a slab. Use of aggregates 

having low shrinkage potential is important to reduce concrete shrinkage since aggregates occupy the major volume 

(up to 70 to 75%) of normal Portland cement concrete.    

Many new generations of chemical admixtures, despite providing many desirable benefits may introduce noticeable 

shrinkage. ASTM C 494 “Standard Specification for Chemical Admixtures in Concrete” allows up to 35 percent 

more shrinkage in test specimens with the admixtures than that of control specimens, which if transferred to field 

concrete by some mediocre admixture would require a huge reduction in water to offset this large shrinkage, or can 

bring undesirable admixture-related shrinkage cracking. Many high-range water-reducers added to improve 

workability of low w/cm concretes showed increased shrinkage (especially at high dosages) even though the total 

water content was not increased (Ytterberg, 1987).  Although calcium chloride is an inexpensive set accelerator and 

can be used in appropriate situations, it will significantly increase shrinkage in the short and long terms (Walker 

and Holland 1999, Kosmatka et al., 2002). Supplementary cementing materials (e.g., fly ash) usually have little 

effect on shrinkage at normal dosages (Kosmatka et al., 2002).   

More water in a given mix will increase shrinkage, and more cementitious materials content can have the same 

result (although to a lesser extent). Reducing water content by a poor quality mid or high-range water reducer at a 

given workability and cement content may end up in increased shrinkage than an expected reduction. Increasing 

compressive strength (and modulus of elasticity) either by increasing cementitious materials content (to keep w/cm 

low) and/or by reducing water content by a mediocre water-reducer can introduce undesirable shrinkage and 

curling.  

Many early ACI and PCA literatures implied use of a low slump concrete is the key to low shrinkage. However, 

studies by Tremper and Spellman (1963), Meininger (1966) and Ytterberg (1987) showed that reducing slumps from 

6-7 in. to 2-4 in. caused only 5-10% shrinkage reduction. Hence, slump control is only a small factor in the equation.  
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Significant bleeding, or upward migration of water and fines towards the top by displacing the heavier and coarser 

particles towards the bottom of a freshly placed concrete increases shrinkage in the top of the slab as compared to 

the bottom, thereby increasing curl. Minimizing water content, gap-grading, optimizing fine aggregate retained on 

No. 50 and 100 sieves, not placing a slab directly on a vapor retarder instead placement on an absorptive base can 

reduce moisture and shrinkage differential between the top and bottom from bleeding, and thus bleeding-related 

curling.  

Placement of a slab on a moist subgrade increases slab curling, which is reduced by installing of an appropriate 

vapor barrier beneath the slab. A porous, permeable, dry subgrade absorbs some of the water from the base of the 

slab before the final set resulting in a denser lower shrinkage concrete at the slab bottom, and thus reduces curling. 

Cracking can occur when concrete is cast on an impervious base (e.g., polyethylene, clay, tightly compacted soil, 

etc.) because excess water cannot leave the slab bottom before final set. 

ASTM Test on Shrinkage Potential of a Concrete Mix 

Due to all these above factors of concrete materials and proportions on shrinkage for a given mix, it is best to test 

the shrinkage potential of a mix by ASTM C 157 (or AASHTO T 160).  

Compressive Strength and Modulus of Elasticity 

High strength concretes generally (but not always) shrink more and always have a higher modulus of elasticity. The 

modulus of elasticity is a very important factor because the higher the modulus the more curl will occur and the 

less the curled edged will relax downward over time due to creep (Walker and Holland, 1999). Many studies have 

clearly shown that curling is directly proportional to modulus of elasticity (Suprenant, 2002). It is reasonable to 

estimate from a designer’s perspective that increasing the required concrete strength by 1000 psi (6.9 MPa) i.e. 

increasing the modulus of elasticity by about 10% increases curling deflections by about 10%. Compressive strength 

should be no greater than designed, or any ‘excess’ strength can be detrimental with respect to shrinkage and curling. 

Higher than necessary 28-day minimum strength requirements for many industrial floor slab-on-grade magnifies 

shrinkage problems (Ytterberg, 1987). For an industrial floor anticipating heavy traffic and high abrasion, a moderate 

strength (3000-4000 psi) concrete with a mineral or metallic aggregate surface hardener can actually provide better 

surface durability and less potential to shrinkage, curling, and cracking than a slab designed with a higher strength 

concrete for the anticipated traffic (Holland and Walker 1998).  

Due to the reported achievement of 28-day 4000-psi compressive strength in as fast as 4 days by the laboratory-

cured concrete cylinders, and achievement of as high as 6240-psi strength in 28 days, the concrete is judged to be 

stronger than designed to introduce undesirable shrinkage and curling of slab.   
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Reinforcing Steel 

Cracks in a slab-on-grade floor surface are wider at the top than at bottom. For the best crack control and limit crack 

width, therefore, reinforcing steel should be added and should be as close to the slab surface as possible (without 

causing plastic settlement cracks over the steel), preferably within the top half to top one-third the total thickness of 

a slab. Since it is the upper half of a slab-on-grade that has the greatest shrinkage, the reinforcement should be as 

close as possible to the top of the slab (but not closer than 11/2 in.) in order to restrain the shrinkage and reduce 

curling (Ytterberg, 1987). By contrast, reinforcement in the bottom half of slabs-on-grade will actually increase 

curling because it further restrains the already low shrinkage of the bottom half of the slab. For a 4 to 5-in. thick 

slab, it is preferred to use #4 bars near the top with 1-inch thick cover, or #5 bars with 1.5 inch cover (Holland and 

Walker 1998). For #5 bars, greater cover depth is needed to control plastic settlement cracking over the bar. ACI 

Committee 302 recommends using 1% reinforcement that extends perpendicularly about 10 ft. (3 m) from the slab 

edge or construction joint towards the center; 1% reinforcement could decrease curling deflection by about 60 to 

80% (Suprenant, 2002).  

Due to the reported absence of steel reinforcement (except having fiber reinforcement) the common restraining 

properties of steel on development of shrinkage-related cracking was not present.  

Slab Thickness 

Curling is greatest at corners of slabs, and corner curling is reduced as slab thickness increases. For example, a 2-

in. increase in slab thickness can reduce corner curling by more than 50% (Suprenant, 2002).  

Joint Spacing and Depth 

Minimizing joint spacing can greatly decrease curl and the resultant cracking. For unreinforced or lightly reinforced 

slabs, the commonly used joint spacing criteria of 24 to 36 times the slab thickness (or 2 to 3 times the thickness of 

the slab but in feet) can be unconservative for many of today’s concretes, especially as slab thickness increases. It 

is true that the thicker the slab, the longer the joint spacing can be; however, it is not a linear relationship. For 

unreinforced or lightly reinforced slabs, joint spacing should not exceed 15 ft. (4.6 m) for a 5-in. thick slab.   For 

control joints to be effective as plane of weakness (i.e. for the cracks to be controlled and form beneath those joints 

than elsewhere), joints should be cut or tooled to depths of one-forth (25 percent) the thickness of the slab, and 

distributed steel reinforcement must be discontinued at control joints (PCA, 1983). There will be a marked loss of 

effectiveness of aggregate interlock at shrinkage control joints in the slab if the joints are spaced more than 15 ft. 

apart; for effective crack control joint spacing should be 12 to 18 ft. for a 6-in. thick slab on grade (PCA).   
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The present slab is reported to have control joints 11/4 in. deep for 4 in. slab thickness. Joint spacings should be 8 

to 12 feet intervals and should be placed within 12 hours of placement, which, however, were reportedly placed 

on the next day after placement when the slab already started developing uncontrolled shrinkage cracks.  

Other Factors 

Other ways to minimize curling and cracking are to use properly designed and constructed slabs with continuous 

reinforcement (mild steel or steel fibers) and no contraction joints, shrinkage-compensating concrete, or post-

tensioning.  

Both concrete and ambient temperatures at placement should be as low as feasible to minimize shrinkage, surface 

drying, and thermal contraction from cooling. Proper curing is also important especially in the first few hours after 

placement to prevent excessive drying between and immediately after finishing.  

Curing prevents drying out of surface and promotes adequate cement hydration at the surface by providing optimum 

temperature and moisture for cement hydration without which dusting or fine, hair-like shallow-depth craze 

cracking of the surface commonly occurs. Curing, however, does not reduce total shrinkage or shrinkage differential 

between the top and bottom of slab; thus duration of curing has no effect on whether a slab will curl or how much 

it will curl, but the duration of curing may influence when a slab will curl, extended curing only delays drying 

shrinkage and curling, it does not reduce shrinkage or curling (ACI Committee 360, Suprenant, 2002, Kosmatka et 

al. 2002). Shrinkage from carbonation of surface only affects the top few millimeters of a well-consolidated slab, 

which is insufficient to cause curling, or major shrinkage-related cracking (Ytterberg, 1987).    

After proper curing, moisture content differential between the top and the bottom of the slab can be minimized by 

using coatings, sealers, etc., which will also minimize carbonation, which adds to surface shrinkage. Minimizing 

curling is important for slabs anticipating heavy loads, vehicular traffic (to prevent cracking of curled edges lacking 

support from the subgrade), or for slabs receiving topping or floor covering. 

Air conditioning and increased heating requirements in many indoor buildings tend to lower relative humidity of 

ambient air and thus increase slab curl and shrinkage. Placement of slabs on a moist subgrade without a vapor 

barrier, or with a mediocre vapor retarder, or one that has been poorly installed and/or damaged during construction 

can introduce differential moisture conditions between the slab top and bottom surfaces and thus introduce curling.  

The rate and ultimate amount of shrinkage are usually smaller for larger masses of concrete than for small masses; 

on the other hand, shrinkage continues longer for large masses. Higher volume-to-surface ratios (larger elements) 

experience lower shrinkage (Kosmatka et al., 2002).  
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POTENTIAL FOR CRACKING FROM NEAR-SURFACE DELAMINATION OF A CONCRETE SLAB THAT 

HAS BEEN HARD FINISHED 

 To avoid any potential for slab delamination, ACI recommends the total air content of a concrete to be maximum 

3 percent if the slab is intended to receive a hard trowel finish and preferably not be air-entrained2.  The present 

concrete has less than 3 percent air in the interior concrete (i.e. beneath the densified low or no-air near-surface 

zone of 1/2 in. due to trowel finishing) and hence did not show any evidence of delamination. 

Having air in excess of 3 percent for a slab to receive a dense hard finish can lead to surface delamination.  This is 

primarily due to two reasons. First, a clear sign of hard troweling operations on a slab having higher than 3 percent 

air (or in an air-entrained slab) is creation of a near-surface zone of low to no-air usually within the top 1/2 in. 

(depending on pressure and duration of finishing) where air (along with some mix water) is squeezed out by the 

finishing pressures to create a densified near-surface mortar compared to less dense higher-air interior body. 

Delamination occurs between these two zones of different densities at the plastic or semi-plastic state. Second, air 

slows down bleeding and promotes accumulation of bleed water beneath the finished surface due to premature 

initiation of finishing prior to the cessation of bleeding, and, thus, can cause development of a weak zone between 

the finished surface and the interior body where bleed water is trapped - only to lead to delamination by traffic load.  

Presence of air along with fibers usually slow down bleeding or upward migration of mix water through the slab, 

which can promote accumulation of bleed water beneath the finished surface. Such bleed water accumulation 

beneath the densified finished surface, especially when finishing operation started prior to the cessation of bleeding 

can also introduce delamination.  

CONCLUSIONS 

Based on: (i) review of field photographs and background information provided with the samples; (ii) examination 

of field photographs of concrete surface cracking, and (iii) petrographic examination of concrete samples, the 

observed and reported cracking in the concrete slab was judged to be due to combination of:  

(a) Early-age plastic shrinkage cracking, which was developed at the plastic or semi-plastic state due to rapid 

evaporation of water from the finished surface with no precaution to reduce surface evaporation. Early age plastic 

shrinkage cracking was facilitated by rapid evaporation of surface water at a rate faster than the rate of bleeding, 

especially when the concrete having fly ash and fibers have slowed down bleeding and the vapor retarder beneath 

the slab had restricted any water loss to the subbase, hence prolonged the duration of bleeding.   

                                                   

2 Jana, D., and Erlin, B., “Delamination: A Sometime Curse of Entrained Air,” Concrete Construction, January 2005, 
pp. 101-107. 
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(b) Unaccommodative differential drying shrinkage of concrete at the semi-plastic to hardened state, e.g., from loss 

of mix water by porous crushed limestone coarse aggregate particles.  

(c) More than design compressive strength of concrete (as high as 6240 psi strength in 28 days as opposed to 4000 

psi design strength) can increase the elastic moduli of concrete, which, in turn can contribute to undesirable 

shrinkage and curling of slab. 

(d) Reported absence of steel reinforcement, which has promoted uncontrolled shrinkage-related surface cracking 

to develop, which could, otherwise, be controlled in a steel-reinforced slab having steel reinforcement present 

within the top one-third the thickness of the slab.   

Early and late-age drying shrinkage from loss of water by porous limestone and also to the ambient atmosphere by 

differential drying of slab between the top due to rapid evaporation and bottom with no evaporation, probably 

associated with some curling of slab, wide spacing of control joints, and possibly due to other factors, e.g., reported 

absence of steel reinforcement especially at the top half, etc.  
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The above conclusions are based solely on the information and samples provided at the time of this investigation.  The conclusion may expand 
or modify upon receipt of further information, field evidence, or samples. Samples will be returned after submission of the report as requested.  
All reports are the confidential property of clients, and information contained herein may not be published or reproduced pending our written 
approval. Neither CMC nor its employees assume any obligation or liability for damages, including, but not limited to, consequential damages 
arising out of, or, in conjunction with the use, or inability to use this resulting information.  
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END OF REPORT3 
 
 

                                                   

3 The CMC logo is made using a lapped polished section of a 1930’s concrete from an underground tunnel in the 
U.S. Capitol. 


